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LEGEND - WORK ITEMS

(REFER TO SPECIFICATIONS AND DRAWINGS FOR COMPLETE INSTALLATION INSTRUCTIONS)

@ REFINISH EXTERIOR DOOR

@ REFLACE INTERIOR DOOR

REPLACE INTERIOR DOOR AND ADD NEW WALLS

ADD NEW METAL VENT IN DOOR TO MATCH EXISTING VENT

(S) ADD NEW DOORS AND NEW PARTITION, REMOVE OLD PARTITION
D) ApD NEW DoORS

ADD NEW DOOR AND DOOR OPENING - RELOCATE WATER HEATER
IN CLOSET AS REQUIRED FOR NEW DOOR

@ REFINISH CABINETS - LOWER CABINETS ONLY

@ REFINISH CABINETS - UPPER AND LOWER

REMOVE AND REPLACE CAULKING ® CABINETSAUALL
@ REPLACE WINDOW PANEL - UPPER AND LOWER
REPLACE WINDOW PANEL - UPPER ONLY

REPLACE WINDOW SANEL - LOWER ONLY

@ REPAIR AND REPAINT ALL INTERIOR WALLS, CEILINGS, DOORS AND TRIM - ENTIRE UNIT
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BUILDING C-1
#21

/skxl STING WATER HEATER

FIELD YERIFY NEW DOOR WIDTH- //I’\\\
PROYIDE MAXIMUM DOOR WIDT / :

&)

™ & 7 REMOVE WALL AND RELOCATE
\27 TO FIT NEW DOOR OFENINGS

\-RE-LUOH< CLOSET SHELVING
TO FIT NEW OFPENING

DETAIL 2D

DETAIL 2C

FIELD YERIFY NEW

2

POOR WIDTH-
PROVIDE MAXIMUM IDOOR WIDTH

ADD NEW WALL ¢ TRIM A8 REGJlRED;T Q
r
y/

NOTE: UNLESS STATED OTHERWISE, REPLACE THE
EXISTING DOOR WITH A DOOR OF THE SAME SIZE.

XISTING WATER HEATER - RELOCATE
A8 REQUIRED TO ALLOW ADDITION OF
NEW/ DOOR AND DOOR OFENING
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BUILDING B - 4 D
#] S 1-C

LEGEND - WORK ITEMS
(REFER TO SPECIFICATIONS AND DRAWINGS FOR COMPLETE INSTALLATION INSTRUCTIONS)

(1) REFINISH EXTERIOR DOOR
(2) REPLACE NTERIOR DOOR
PErEra INCNIE ol bl Bl ol b NOTE: UNLESS STATED OTHERWISE, REPLACE THE
ADD NEW METAL VENT IN DOOR TO MATCH EXISTING VENT EXISTING DOOR WITH A DOOR OF THE SAME SIZE.
(@S ADD NEW DOORS AND NEW PARTITION, REMOVE OLD PARTITION
D) ADD NEW DOORS

E
N

f |

L)
@
©

ETCHER BLACK APARTY

ADD NEW DOOR AND DOOR OFENING - RELOCATE WATER HEATER
IN CLOSET AS REQUIRED FOR NEW DOOR

@ REFINISH CABINETS - LOWER CABINETS ONLY

@ REFINISH CABINETS - UPFER AND LOWER

REMOVE AND REPLACE CAULKING ® CABINETS/WALL
@ REPLACE WINDOW PANEL - UPPER AND LOUWER

. REPLACE WINDOW PANEL - UPPER ONLY

REPLACE WINDOW PANEL - LOWER ONLY

@ REPAIR AND REPAINT ALL INTERIOR WALLS, CEILINGS, DOORS AND TRIM - ENTIRE UNIT ‘
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LEGEND - WORK ITEMS

(REFER TO SPECIFICATIONS AND DRAWINGS FOR COMPLETE INSTALLATION INSTRUCTIONS)

@ REFINISH EXTERIOR DOOR |
(2) REPLACE NTERIOR DOOR
= A — — REPLACE INTERIOR DOOR AND ADD NEW WALLS
— A =T ADD NEW METAL VENT IN DOOR TO MATCH EXISTING VENT
) OR (S) ADD NEW DOORS AND NEW PARTITION, REMOVE OLD PARTITION
O o

@D) APD NEW DOORS

ADD NEUW DOOR AND DOOR OPENING - RELOCATE WATER HEATER
IN CLOSET AS REQUIRED FOR NEW DOOR

@ REFINISH CABINETS - LOWER CABINETS ONLY

@ REFINISH CABINETS - UPPER AND LOUWER

REMOVE AND REPLACE CAULKING ® CABINETS/WALL

@ REPLACE WINDOW PANEL - UPPER AND LOWER

REPLACE WINDOW PANEL - UPPER ONLY

REPLACE WINDOW PANEL - LOWER ONLY

@ REPAIR AND REPAINT ALL INTERIOR WALLS, CEILINGS, DOORS AND TRIM - ENTIRE UNIT

TCHER BLACK

BUILDING D-19
"5

NOTE: UNLESS STATED OTHERWISE, REFPLACE THE

EXISTING DOOR WITH A DOOR OF THE SAME SIZE.
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NOTES:
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@ BUILDING B-# ARE 2 BEDROOM BUILDINGS
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2 g&: AC< ® BUILDING C-# ARE THREE BEDROOM BUILDINGS
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REMOVE EXISTING SERVICE CONDUCTORS
AND INSTALL NEW 3#3/0 CU IN EXISTING
RGS CONDUIT & WEATHERHEAD

PANEL PANEL

EXISTING METER CENTER WITH 400 AMP MAN LUGS
TERMINAL BOX, 120/240V, 1 PHASE, 3 WRE, NEMA 3R
ENCLOSURE;

WITH TWO 100/2 METER/BREAKERS TWO 60/2 METER/BREAKERS.

REMOVE TWQ 60/2 & INSTALL TWO NEW 100/2

REMOVE EXISTING SERVICE CONDUCTORS
AND INSTALL NEW 3#3/0 CU IN EXISTING
RGS CONDUIT & WEATHERHEAD

METER /BREAKERS.
PANEL PANEL PANEL
A A B

ENCLOSURE;

PANEL

PANEL

EXISTING METER CENTER WITH 400 AMP MAIN LUGS
TERMINAL BOX, 120/240V, 1 PHASE, 3 WIRE, NEMA 3R

WITH FOUR 100/2 METER/BREAKERS

OO

2
e

N

AC
EXISTING 1" R.G.S. TO EACH UNIT./
REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW

343 CU & 148 CU GND

REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 148 CU GND

~— EXISTING SERVICE ENTRANCE GROUND

S EXISTING 1" R.G.S. TO EACH UNIT.

ONE BEDROOM

UNITS

SINGLE LINE POWER RISER

REMOVE EXISTING SERVICE CONDUCTORS
AND INSTALL NEW 3#3/0 CU IN EXISTNG

NOT TO SCALE

RCS CONDUIT & WEATHERHEAD

ENCLOSURE;

PANEL

PANEL

0 (OO

EXISTING 1" R.G.S. TO EACH UNIT.
REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 148 CU GND

REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 1#8 CU GND

[—— EXISTING SERVICE ENTRANCE GROUND

THREE BEDROOM UNITS

SINGLE LINE POWER RISER

NOT TO SCALE

EXISTING 1" R.G.S. TO EACH UNIT.

EXISTING METER CENTER WITH 200 AMP MAIN LUGS
TERMINAL BOYX, 120/240V, 1 PHASE, 3 WIRE, NEMA 3R

WITH TWO 100/2 METER/BREAKERS

O
5 B

i

e

PANEL

¥

EXISTING 1" R.G.S. TO EACH UNIT.
REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 148 CU GND

—F

N EXISTING 1" R.G.S. TO EACH UNIT.
REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 148 CU OND

~—— EXISTING SERVICE ENTRANCE GROUND

TWO BEDROOM UNITS

SINGLE LINE POWER RISER

REMOVE EXISTING SERVICE CONDUCTORS
AND INSTALL NEW 3#3/0 CU IN EXISTING

NOT TO SCALE

RGS CONDUIT & WEATHERHEAD

ENCLOSURE;

PANEL

PANEL

A

—

EXISTING 1" R.G.S. TO EACH UNIT.
REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
343 CU & 148 CU GND

REMOVE EXISTING ALUMINUM
CONDUCTORS AND INSTALL NEW
34#3 CU & 1#8 CU GND

~— EXISTING SERVICE ENTRANCE GROUND

FOUR BEDROOM UNITS

SINGLE LINE POWER RISER

NOT TO SCALE

EXISTING 1" R.G.S. TO EACH UNIT.

EXISTING METER CENTER WITH 200 AMP MAIN LUGS
TERMINAL BOX, 120/240V, 1 PHASE, 3 WIRE, NEMA 3R

WITH TWO 100/2 METER/BREAKERS

INSTALL GROUNDING BUSHING
ON EXISITNG 1" CONDUIT - TYPICAL

INSTALL EQUIPMENT GROUNDING
CONDUCTOR TO EXISTING SERVICE
ENTRANCE GROUND. TYPICAL

O

EXISTING METER CENTER - TYPICAL

——— EXISTING 1" RGS CONDUIT

TO UNITS - TYPICAL

TYPICAL UNIT GROUNDING DETAIL

NOT TO SCALE
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